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Section 1
GENERAL PROVISIONS
1.01 Purpose and Policy.

This ordinance sets forth uniform requirements for users of the Publicly Owned
Treatment Works of Union Sanitary District and enables the Agency to comply with all
applicable State and Federal laws, including the Clean Water Act (33 United States
Code 8§ 1251 et seq.) and the General Pretreatment Regulations (40 Code of Federal
Regulations Part 403) the water quality requirements set by the Regional Water Quality
Control Board and/or the State of California Water Resource Control Board. The
objectives of this ordinance are:

(&) To prevent the introduction of pollutants into the Publicly Owned Treatment Works
that will interfere with its operation;

(b) To prevent the introduction of pollutants into the Publicly Owned Treatment Works
that will pass through the Publicly Owned Treatment Works, inadequately treated,
into receiving waters, or otherwise be incompatible with the Publicly Owned
Treatment Works;

(c) To protect both Publicly Owned Treatment Works personnel who may be affected
by wastewater and sludge in the course of their employment and the general public;

(d) To promote reuse and recycling of industrial wastewater and sludge from the
Publicly Owned Treatment Works;

(e) To provide revenues derived from the application of this Ordinance which shall be
used to defray the Agency's cost of operating and maintaining adequate wastewater
collection and treatment systems and to provide sufficient funds for capital outlay,
bond service costs, capital improvements, and depreciation for the equitable
distribution of the cost of operation, maintenance, and improvement of the Publicly
Owned Treatment Works; and

() To enable Agency to comply with its National Pollutant Discharge Elimination
System permit conditions, sludge use and disposal requirements, and any other
Federal or State laws to which the Publicly Owned Treatment Works is subject.

This ordinance shall apply to all users of the Publicly Owned Treatment Works. The
ordinance authorizes the issuance of wastewater discharge permits; provides for
monitoring, compliance, and enforcement activities; establishes administrative review
procedures; requires user reporting; and provides for the setting of fees for the equitable
distribution of costs resulting from the program established herein.
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1.02 Definitions.

Unless otherwise defined herein, terms shall be as found in Title 40 Code of Federal
Regulations (CFR) Parts 403 and 136.

(@)
(b)

()

(d)

(€)
(f)

(9)

(h)

(i)

Agency. Union Sanitary District.

Amalgam: an alloy containing mercury, tin, silver, or copper that is used in
dentistry to restore teeth.

Amalgam Separator: a device that applies filtration, settlement, centrifugation, or
ion exchange to remove amalgam and its metal constituents from a dental office
vacuum system before it discharges to the sewer.

Amalgam Waste: includes non-contact amalgam (amalgam scrap that has not
been in contact with the patient); contact amalgam (including, but not limited to,
extracted teeth containing amalgam); amalgam sludge captured by chair-side
traps, vacuum pump filters, screens and other amalgam trapping devices; used
amalgam capsules; and leaking or unusable amalgam capsules.

Authority. The East Bay Dischargers Authority.

Batch Discharge: A definite quantity or volume of wastewater produced under
conditions that are considered uniform.

Beneficial Uses. Uses of the waters of the state that may be protected against
qguality degradation include, but are not necessarily limited to, domestic,
municipal, agricultural and industrial supply, power generation, recreation,
aesthetic enjoyment, navigation and the preservation and enhancement of fish,
wildlife and other aquatic resources or reserves, and other uses, both tangible or
intangible, as specified by federal or state law.

Best Management Practices or BMPs. Schedules of activities, prohibitions of
practices, maintenance procedures, and other management practices to
implement the prohibitions listed in 40 CFR 403.5(a)(1) and (b). BMPs also
include treatment requirements, operating procedures, and practices to control
plant site runoff, spillage and leaks, sludge or waste disposal, or drainage from
raw materials.

Building Sewer. A sewer conveying wastewater from the premises of a user to
the community sewer.

Bypass. The intentional diversion of wastestreams from any portion of a user's
treatment facility.
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(k)

0

(m)

(n)

(0)

(p)

(a)

(s)

Categorical Pretreatment Standard or Categorical Standard. Any regulation
containing pollutant discharge limits promulgated by EPA in accordance with
Sections 307(b) and (c) of the Act (33 U.S.C. § 1317) which apply to a specific
category of users and which appear in 40 CFR Chapter I, Subchapter N, Parts
405-471.

Chemical Oxygen Demand or COD. The measure of the oxygen equivalent of
the organic matter content of a sample that is susceptible to oxidation by a strong
chemical oxidant.

Community Sewer. A sewer owned and operated by the Agency, a city, or other
public agency tributary to a treatment facility operated by the Agency or the
Authority.

Compatible Pollutant. Biochemical oxygen demand, chemical oxygen demand,
suspended solids, pH and fecal coliform bacteria, plus additional pollutants
identified in the Agency’'s National Pollutant Discharge Elimination System
(NPDES) permit if the publicly owned treatment works was designed to treat
such pollutants, and in fact does remove such pollutants to a substantial degree.

Composite Sample. A sample resulting from the combination of individual
wastewater samples taken at selected intervals based on an increment of either
flow or time. Samples may be taken manually or by using automatic equipment.
Manual composite samples shall consist of a minimum of four (4) grab samples.

Contamination. An impairment of the quality of the waters of the state by waste to
a degree which creates a hazard to the public health through poisoning or
through the spread of disease. Contamination shall include any equivalent effect
resulting from the disposal of wastewater, whether or not waters of the state are
affected.

Domestic User. Any single family or multifamily residence which discharges, or
causes or allows the discharge of domestic wastewater to the POTW.

Domestic Wastewater. The liquid waste or liquid-borne waste discharged from
residential units, normally resulting from the non-commercial preparation,
cooking and handling of food, personal laundry, and wastes from sanitary
conveniences or from sanitary devices in industrial or commercial
establishments.

Environmental Protection Agency or EPA. The U.S. Environmental Protection
Agency or, where appropriate, the Regional Water Management Division
Director, or other duly authorized official of said agency.
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(® Federal Act, Clean Water Act. The Federal Clean Water Act, also know as the
Clean Water Act, as amended, PL 92-500 Title 33 U.S. Code, section 1251 et
seqg. (and any amendments thereto; as well as any guidelines, limitations, and
standards promulgated by the Environmental Protection Agency pursuant to the
Act.)

(u) Grab Sample. A sample which is taken from a wastestream on a one-time basis
representing conditions at that moment without regard to the flow in the
wastestream and over a period not to exceed fifteen (15) minutes.

(v) Hazardous Waste. Waste substances which can pose a substantial or potential
hazard to human health or the environment when improperly managed.
Hazardous waste possesses at least one of these four characteristics: ignitability,
corrosivity, reactivity or toxicity; or appears on special U.S. EPA lists.

(w)  Holding Tank Waste. Any waste from holding tanks such as vessels, truck tanks,
chemical toilets, campers, trailers, septic tanks, and vacuum pump tank trucks.

(x) Incompatible Pollutant. Any pollutant which is not a compatible pollutant as
defined in this section.

y) Industrial User. An industrial or commercial business which discharges, or
causes or allows the discharge of non-domestic wastewater to the POTW.

(2) Industrial Wastewater. Liquid waste or liquid-borne waste that is generated in a
commercial or industrial process.

(aa) Indirect Discharge or Discharge. The introduction of pollutants into the POTW
from any non-domestic source regulated under Section 307(b), (c), or (d) of the
Act.

(bb) Interference. A discharge which, alone or in conjunction with discharges from
other sources, both:

(1) inhibits or disrupts the POTW, its treatment processes or operations, or its
sludge processes, use or disposal; and

(2) therefore is a cause of a violation of any requirement of the POTW's
NPDES permit (including an increase in the magnitude or duration of a
violation) or of the prevention of sewage sludge use or disposal in
compliance with the following statutory provisions and regulations or permits
issued there under (or more stringent state or local regulations): Section 405
of the Clean Water Act, the Solid Waste Disposal Act (SWDA) (including
Title 1, more commonly referred to as the Resource
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Conservation and Recovery Act (RCRA), and including state regulations
contained in any state sludge management plan prepared pursuant to
subtitle D of the SWDA), the Clean Air Act, the Toxic Substances Control
Act, and the Marine Protection, Research and Sanctuaries Act.

(cc) Manager. The manager of the Agency or his or her designated representative
Authorized or Duly Authorized Representative.

(dd) Mass Emission Rate. The weight of material discharged to the sewer system
during a given time interval. Unless otherwise specified, the mass emission rate
shall mean pounds per day of a particular constituent or combination of
constituents.

(ee) Maximum Allowable Discharge Limit. The maximum concentration of a pollutant
allowed to be discharged at any time, determined from the analysis of any discrete
or composite sample collected, independent of the industrial flow rate and the
duration of the sampling event.

() Medical Waste. Any waste, liquid or solid, generated by a medical facility which
may pose a health and/or safety threat to Agency personnel.

(gg) National Pretreatment Standard, Pretreatment Standard, or Standard. Any
regulation containing pollutant discharge limits or Best Management Practices
promulgated by the EPA in accordance with section 307 (b) and (c) of the Act,
which applies to industrial users. This term includes prohibitive discharge limits
established pursuant to 40 CFR 403.5.

(hh)  New Source. Any building, structure, facility, or installation from which there is or
may be a discharge of pollutants, the construction of which commenced after the
publication of proposed pretreatment standards under Section 307c of the Clean
Water Act which will be applicable to such source if such standards are thereafter
promulgated, provided that:

() The building, structure, facility or installation is constructed at a site at which
no other source is located; or

(i) The building, structure, facility or installation totally replaces the process or
production equipment that causes the discharge of pollutants at an existing
source; or

(i) The production or wastewater generating processes of the building,
structure, facility or installation are substantially independent of an existing
source at the same site. In determining whether these are substantially
independent, factors such as the extent to which the new facility is
integrated with the existing plant, and the extent to which the new facility is
engaged in the same general type of activity as the existing source should
be considered

-5-
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(ii)

(),

(kk)

(N

(mm)

(nn)

(00)

(PP)

(qa)

()

(ss)

pH. A measure of the acidity or alkalinity of a solution, expressed in standard
units.

POTW Treatment Plant. That portion of the Publicly Owned Treatment Works
which is designed to provide treatment (including recycling and reclamation) of
municipal sewage and industrial waste.

Pass Through. A discharge which exits the POTW into waters of the United
States in quantities or concentrations which, alone or in conjunction with a
discharge or discharges from other sources, is a cause of a violation of any
requirement of the POTW's NPDES permit (including an increase in the
magnitude or duration of a violation).

Person: Any individual, partnership, co-partnership, firm, company, corporation,
association, joint stock company, trust, estate, governmental entity, or any other
legal entity; or their legal representatives, agents, or assigns. This definition
includes all Federal, State and local governmental entities.

Pesticides. Total pesticides identified in Table 1, Section 307 of the Act which
are detectable by EPA approved methods.

Phenols. Total hydroxy derivatives of benzene and its condensed nuclei
(including phenol, chlorinated phenols, nitrophenols and chlorinated cresols)
identified in Table 1, Section 307 of the Act which are detectable by EPA
approved methods.

Pollution. An alteration of the quality of the waters of the state by waste to a
degree which unreasonably affects such waters for beneficial use or facilities
which serve such beneficial uses. Pollution may include contamination.

Pollution Prevention: Activities which reduce the amount of pollutants discharged
to the community sewer, without transferring those pollutants to the air or land,
including reduction in the use of chemicals containing regulated pollutants,
reduction in the generation of wastes which contain pollutants, recovery and
recycling of wastes and/or improved pretreatment of wastes prior to discharge.

Polychlorinated biphenyls (PCB). Total PCBs detectable by EPA approved
methods.

Polynuclear Aromatic Hydrocarbons (PAH). Total organic pollutants containing
more than one fused aromatic ring, which are detectable by EPA approved
methods.

Premises. A parcel of real estate including any improvements thereon which is
determined by the Agency to be a single user for purposes of receiving, using,
and paying for service.

-6-
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(tt) Pretreatment Requirement.  Any substantive or procedural pretreatment
requirement other than a national pretreatment standard.

(uu) Private Sewer Lateral. The pipeline that conveys wastewater from a residence
or any other building foundation to the main USD sewer line.

(ww) Prohibited Discharge Standards or Prohibited Discharges. Absolute prohibitions
against the discharge of certain substances; these prohibitions appear in Section
2.01 of this ordinance.

(XX) Publicly Owned Treatment Works or “POTW”. A treatment works as defined by
section 212 of the Act, which is owned by a state or municipality (as defined by
section 502(4) of the Act). This definition includes any devices and systems used
in the storage, treatment, recycling, and reclamation of municipal sewage or
industrial wastes of a liquid nature. It also includes sewers, pipes, and other
conveyances only if they convey wastewater to a POTW treatment plant. The
term also means the municipality as defined in section 502(4) of the Act, which
has jurisdiction over the indirect discharges to and the discharges from such a
treatment works.

(yy) Sample points:
(1) Facility (FAC) — a sample point whereby the total, combined waste stream,
both process and domestic, from a facility is monitored for compliance with
local discharge limitations or requirements.

(2) “001” — a sample point whereby a facility’s federally regulated process
waste stream/streams, immediately after treatment, is/are monitored for
compliance with federally imposed discharge limitations or requirements.

(3) “002” — a sample point whereby all process waste streams (non-
categorical), excluding domestic, from a facility are monitored for
compliance with local discharge limitations.

(zz) Septic Tank Waste. Any sewage from holding tanks such as vessels, chemical
toilets, campers, trailers, and septic tanks.

(aaa) Severe Property Damage. Substantial physical damage to property, damage to
the treatment facilities which causes them to become inoperable, or substantial
and permanent loss of natural resources which can reasonably be expected to
occur in the absence of a bypass. Severe property damage does not mean
economic loss caused by delays in production.
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(bbb) Significant Industrial User.
(1) A user subject to categorical pretreatment standards; or
(2) A user that:

() Discharges an average of twenty-five thousand (25,000) gallons per
day or more of process wastewater to the POTW (excluding sanitary,
noncontact cooling, and boiler blowdown wastewater);

(i) Contributes a process wastestream which makes up five (5) percent or
more of the average dry weather hydraulic or organic capacity of the
POTW treatment plant; or

(i) Is designated as such by the Agency on the basis that it has a
reasonable potential for adversely affecting the POTW's operation or
for violating any pretreatment standard or requirement.

(3) Upon a finding that a User meeting the criteria in Subsection (2) of this part
has no reasonable potential for adversely affecting the POTW’s operation or
for violating any Pretreatment Standard or Requirement, the Agency may at
any time, on its own initiative or in response to a petition received from an
Industrial User, and in accordance with procedures in 40 CFR 403.8(f)(6),
determine that such User should not be considered a Significant Industrial
User.

(ccc) Significant Noncompliance. An industrial user is in significant noncompliance
with applicable pretreatment requirements if any violation meets one or more of
the following criteria:

1. Chronic violations of wastewater discharge limits, defined here as those in
which 66 percent or more of all of the measurements taken during a 6-
month period exceed (by any magnitude) a numeric Pretreatment Standard
or Requirement, including instantaneous limits, as defined by 40 CFR
403.3(1).

2. Technical Review Criteria (TRC) violations, defined here as those in which
33 percent or more of all of the measurements for each pollutant parameter
taken during a 6-month period are equal to or exceed the product of the
numeric Pretreatment Standard or Requirement, including instantaneous
limits, as defined by 40 CFR 403.3(I) multiplied by the applicable TRC (TRC
= 1.4 for BOD, TSS, fats, oil and grease and 1.2 for all other pollutants
except pH.)
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3. Any other violation of a Pretreatment Standard or Requirement as defined
by 40 CFR 403.3(l) (daily maximum, long-term average, instantaneous limit,
or narrative Standard) that the Agency determines has caused, alone or in
combination with other discharges, Interference or Pass Through (including
endangering the health of POTW personnel or the general public).

4. Any discharge of a pollutant that has caused imminent endangerment to
human health, welfare or to the environment or has resulted in the POTW's
exercise of its emergency authority under paragraph (f)(1)(vi)(B) of 40 CFR
403.8 to halt or prevent such a discharge.

5. Failure to meet, within 90 days after the due date, a compliance schedule
milestone contained in a local control mechanism or enforcement order for
starting construction, completing construction or attaining final compliance.

6. Failure to provide, within 45 days after the due date, required reports such
as baseline monitoring reports, 90-day compliance reports, periodic
self-monitoring reports and reports on compliance with compliance
schedules.

7. Failure to accurately report noncompliance.

8.  Any other violation or group violations, which may include a violation of Best
Management Practices (BMPs), which the Agency determines will adversely
affect the operation or implementation of the local pretreatment program.

(ddd) Slug Load or Slug. Any discharge at a flow rate or concentration which could
cause a violation of the prohibited discharge standards in Section 2.01 of this
ordinance. A Slug Discharge is any Discharge of a non-routine, episodic nature,
including but not limited to an accidental spill or a non-customary batch
Discharge, which has a reasonable potential to cause Interference or Pass
Through, or in any other way violate the POTW’s regulations, Local Limits or
Permit conditions.

(eee) Storm Water. Any flow occurring during or following any form of natural
precipitation, and resulting from such precipitation, including snow melt.

(fff)  The District. Union Sanitary District.

(ggg) Total Halogenated Organics (THO). Total halogenated organic pollutants
identified in Table 1, Section 307 of the Act which are detectable by EPA
approved methods.
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(hhh) Total Organics (TO). Total organic pollutants as specified by the Agency which
are detectable by EPA approved methods.

(i)  Total Toxic Organics (TTO). Total organic pollutants including polynuclear
aromatic hydrocarbons (PAHSs), but excluding pesticides, PCBs, and phenols
identified in Table 1, Section 307 of the Act which are detectable by EPA
approved methods. The TTO value is determined as the summation of all
guantifiable values greater than 0.01 milligrams per liter for the regulated toxic
organics.

(i) Unpolluted Water. Water to which no constituent has been added, either
intentionally or accidentally, which would render such water unacceptable to the
Agency having jurisdiction thereof for disposal to storm or natural drainages or
directly to surface waters.

(kkk) User. Any person that discharges, causes, or permits the discharge of
wastewater into a community sewer.

(I User Classification. A classification of user based on the latest edition of the
Standard Industrial Classification (SIC) Manual prepared by the Executive Office
of Management and Budget.

(mmm)Waste. Includes sewage and any and all other waste substances, liquid, solid,
gaseous, or radioactive, associated with human habitation, or of human or animal
origin, or from any producing, manufacturing, or processing operation of
whatever nature, including such waste placed within containers of whatever
nature prior to, and for purposes of, disposal.

(nnn) Wastewater. Waste and water, whether treated or untreated, discharged into or
permitted to enter a community sewer.

(ooo) Wastewater Constituents and Characteristics. The individual chemical, physical,
bacteriological and radiological-parameters, including volume and flow rate and
such other parameters that serve to define, classify or measure the contents,
quality, quantity, and strength of wastewater.

(ppp) Wastewater Discharge Permit. A legal document used as a control mechanism
to ensure compliance with regulations that grants revocable permission to
discharge wastewater to the sanitary sewer.

Class | Permit — Issued to Significant Industrial Users both Categorical and
Non Categorical.

Class Il Permit — Issued to Non Significant Industrial Users.
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Class Ill Permit — Issued to Industrial or Commercial Users determined by
the Agency not to fall in the Class | or Class Il categories.

General Permit - Similar to a Class Il permit, issued to Industrial or
Commercial User groups that perform similar functions or
activities.

Groundwater Permit - Issued for the purpose of remediation of contaminated
ground water.

Temporary Permit — Issued for single or short term (less than one year)
discharges of wastewater or contaminated ground water.

(qqq) Waters of the State. Any water, surface or underground, including saline waters
within the boundaries of the state.

1.03 Analytical and Sampling Methodology and Procedures.

(@) The method and procedures utilized for all analyses which are reported under the
requirements of these regulations shall be as specified by the provisions of 40
CFR Part 136.

(b) The methods and procedures utilized for all sampling performed and/or reported
under the requirements of these regulation shall be as specified by the provisions
of 40 CFR Part 136.

(c) If 40 CFR Part 136 does not contain sampling or analytical techniques for the
pollutant in question, sampling and analyses must be performed in accordance
with procedures approved by USD or EPA.

(d)  Analytical data collected to satisfy reporting requirements must be based on data
obtained through appropriate sampling and analysis performed during the period
covered by the report, and is representative of conditions occurring during the
reporting period.
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Section 2

REGULATIONS

2.01 Sewer Use Requirements

2.01.1 Prohibited Discharges.

A.

(@)

(b)

(©)
(d)

(e)

(f)

(¢))

(h)

General Prohibitions: No User shall introduce or cause to be introduced into the
POTW any pollutant or wastewater which causes Pass Through or Interference.
These general prohibitions apply to all Users of the POTW whether or not they are
subject to categorical Pretreatment Standards or any other National, State or Local
Pretreatment Standards or Requirements.

Specific Prohibitions: No user shall introduce or cause to be introduced into the
community sewer system any pollutants, substances, or wastewater which cause,
threaten to cause, or are capable of causing, either alone or by interaction with other
substances:

a fire or explosion, including but not limited to discharges with a closed cup
flashpoint of less than 140° F (60° C) using the test methods specified in
40CFR261.21;

obstruction of flow in a sewer system or injury of the system or damage to the
wastewater collection, treatment, or disposal facilities;

danger to life or safety of personnel,

a nuisance or prevention of the effective maintenance or operation of the sewer
system, through having a strong, unpleasant odor;

air pollution by the release of toxic or malodorous gases or malodorous gas-
producing substances;

interference with the wastewater treatment process; and/or pass through of any
pollutant which causes a violation of the Agency's National Pollutant Discharge
Elimination System (NPDES) permit.

the Agency's effluent or any other product of the treatment process, residues,
sludges, or scums, to be unsuitable for reclamation and reuse or to interfere with
the reclamation process;

a detrimental environmental impact or a nuisance in the waters of the state or a
condition unacceptable to any public agency having regulatory jurisdiction over the
Agency;,
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(i)

()

(k)

()

(m)

(n)

discoloration or any other condition in the quality of the Agency's treatment works
effluent in such a manner that receiving water quality requirements established by
law cannot be met;

conditions at or near the Agency's treatment works which violate any statute or any
rule, regulation, or ordinance of any public agency or state or federal regulatory
body;

quantities or rates of flow which overload the Agency's collection or treatment
facilities or cause excessive Agency collection or treatment costs, or may use a
disproportionate share of the Agency facilities.

the evolution of toxic gases, fumes, or vapors in quantities injurious to the health
and safety of Agency personnel.

the temperature at the treatment plant headworks to exceed 104° F (40°C) or
temperature which will inhibit biological activity in the treatment plant resulting in
Interference.

wastewater having a pH less than 5.0 or greater than 12.0, or otherwise causing
corrosive structural damage to the collection system, POTW or equipment.

2.01.2 No person shall discharge the following wastes to the community sewer:

(@) Pollutants, including oxygen-demanding pollutants (COD), released in a discharge
at a flow rate and/or pollutant concentration which, either singly or by interaction
with other pollutants, will cause interference with the POTW;

(b) Wastewater containing any radioactive wastes or isotopes except in compliance
with applicable State or Federal regulations;

(c) Sludges, screenings, or other residues (solid or liquid) from the pretreatment of
industrial wastes;

(d) Medical wastes, except as specifically authorized by the agency.

(e) All prescription and non-prescription (over the counter) pharmaceutical drugs or
medications.

(N Wastewater causing, alone or in conjunction with other sources, the treatment
plant's effluent to fail a toxicity test;

(g) Detergents, surface-active agents, or other substances which may cause
excessive foaming in the POTW;
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(h) Wastewater containing pesticides and/or polychlorinated biphenyls (PCB) at levels
detectable by EPA approved methods;

() Hazardous wastes or materials, as defined by California Code of Regulations Title
22 or Subtitles C and D of the Federal Resource Conservation and Recovery Act.

Pollutants, substances, or wastewater prohibited by this section shall not be processed
or stored in such a manner that they could be discharged to the POTW.

2.02 Requirements for Dental Facilities that Remove or Place Amalgam Fillings.

(a) Definitions: For the purposes of this section the following shall be as defined
herein.

(1) “ISO 11143" is the International Organization for Standardization’s standard for
amalgam separators.

(b) All owners and operators of dental facilities that remove or place amalgam fillings
shall comply with the following waste management practices:

(1) No person shall rinse chair-side traps, vacuum screens, or amalgam separator
equipment in a sink or other connection to the sanitary sewer. Such traps,
vacuum screens or amalgam separator equipment must be recycled or
disposed of in an appropriate manner according to recycler or equipment
manufacturer.

(2) Owners and operators of dental facilities shall ensure that all staff members
who handle amalgam waste are trained in the proper handling, management
and disposal of mercury-containing material and fixer-containing solutions, and
shall maintain training records that will be made available for inspection by the
Manager during normal business hours.

(3) Amalgam waste shall be collected, packaged, labeled, stored and managed in
accordance with state and local regulations and disposed of by a licensed
recycler or hauler of such materials.

(4) Bleach and other chlorine-containing disinfectants shall not be used to disinfect
the vacuum line system.

(5) The use of bulk mercury is prohibited. Only pre-capsulated dental amalgam is
allowed.

(c) All owners and operators of dental vacuum suction systems, except as set forth in
subsection (d) of this section, shall comply with the following:
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(1) Submit a Self-Certification of Amalgam Management Requirements form issued
by the District on or before January 1, 2007.

(2) Install an ISO 11143 certified amalgam separator device for each dental
vacuum suction system on or before January 1, 2008. All dental facilities that
are newly constructed on or after the effective date of this erdirance
requirement shall include an installed 1ISO 11143 certified amalgam separator
device capable of removing a minimum of 95 percent of amalgam. The
amalgam separator system shall be certified at flow rates comparable to the
flow rate of the actual vacuum suction system operation. Neither the separator
device nor the related plumbing shall include an automatic flow bypass. For
facilities that require an amalgam separator that exceeds the practical capacity
of ISO 11143 test methodology, a non-certified separator will be accepted,
provided that smaller units of the same technology from the same manufacturer
are 1SO-certified. For facilities that have installed amalgam separators on or
before the effective date of this Ordinance that are not 1ISO-certified, they may
be grandfathered in if it can be shown that the existing device provides
amalgam removal similar to an ISO-certified system. Alternative materials and
methods may be proposed to the Manager for approval.

(3) Self-Certification of Amalgam Separator Installation form issued by the District
shall be submitted to the Manager within 30 days of installation.

(4) Amalgam separators shall be installed, operated and maintained in accordance
with  manufacturer recommendations. Installation, certification and
maintenance records shall be available for immediate inspection upon request
by the Manager during normal business hours.

(e) The following types of dental practices are exempt from this section 2.02, provided
that the Agency receives written assurance that removal or placement of amalgam
fillings occurs at the facility no more than 3 days per year:

Orthodontics

Periodontics

Oral and Maxillofacial surgery

Radiology; Oral Pathology or Oral Medicine
Endodontics and Prosthodontics.

2.03 Prohibitions on Storm Drainage and Groundwater.

Stormwater, groundwater, rain water, street drainage, subsurface drainage or yard
drainage shall not be discharged through direct or indirect connections to a community
sewer unless a permit is issued by the Agency. The Agency may approve the
discharge of such water at its discretion and only when no reasonable alternative
method of disposal is available.
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If the permit is granted for the discharge of such water into a community sewer, the user
shall pay the applicable charges and fees and meet such other conditions as required
by the Agency. For the purpose of permits and fees, the discharge shall be considered
a Class | discharge subject to permit requirements in Section 4 and discharge
limitations or prohibitions of Section 2. The Agency retains the right to terminate the
discharge at any time for cause. Each discharge permit must be reviewed on an annual
basis.

2.04 Acceptance of Groundwater from Cleanup Projects.

Wastewater generated from the cleanup of spills, leaking underground storage tanks,
monitoring wells or other similar sources shall not be discharged through direct or
indirect connections to a community sewer unless a discharge permit is issued by the
Agency. The Agency may approve the discharge of such water at its discretion only
when no reasonable alternative method of disposal is available.

If a discharge permit is granted for the discharge of such water into the community
sewer, the user shall pay the applicable charges and fees and meet such other
conditions as required by the Agency. For the purpose of permits and fees, the
discharge shall be considered a Class | discharge subject to permit requirements in
Section 4 and discharge limitations or prohibitions of Section 2. The Agency retains the
right to terminate the discharge at any time for cause. Each discharge permit must be
reviewed on an annual basis.

2.05 Prohibition on Unpolluted Water.

Unpolluted water, including but not limited to cooling water, process water, or blow-
down from cooling towers or evaporative coolers, will not be discharged through direct
or indirect connection to a community sewer unless a permit is issued by the Agency.
The Agency may approve the discharge of such water at its discretion and only when no
reasonable alternative method of disposal is available.

If authorization is granted for the discharge of such water into a community sewer, the
user shall pay the applicable user charges and fees and shall meet such other
requirements and/or conditions as required by the Agency.

2.06 Limitations on Radioactive Wastes.

No person shall discharge or cause to be discharged any radioactive waste into a
community sewer except:

(&) when a person is authorized to use radioactive materials by the State Department
of Health or other governmental agency empowered to regulate the use of
radioactive materials; and
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(b) when the waste is discharged in strict conformity with the requirements of the
United States Nuclear Regulatory Commission, the United States Department of
Energy, and/or the California Radiation Control Regulations; and

(c) when the person is in compliance with all rules and regulations of all other
applicable regulatory agencies.

2.07 Limitations on the Use of Garbage Grinders.
Waste from garbage grinders shall not be discharged into a community sewer except:

(@) where the user has obtained authorization for that specific use from the Agency, and
agrees to undertake whatever self-monitoring is required to enable the Agency to equitably
determine the user charges based on the waste constituents and characteristics.

Such grinders must shred the waste to a degree that all particles will be carried freely under
normal flow conditions prevailing in the community sewer. Garbage grinders shall not be used
for grinding plastic, paper products, inert materials, or garden refuse.

2.08 Limitations on Points of Discharge.

No person shall discharge any substances directly into a manhole or other opening in a
community sewer other than through an approved building sewer unless, upon written
application by the user and payment of the applicable user charges and fees, the Agency issues
a permit for such direct discharges.

2.09 Holding Tank Waste.

No person shall discharge any holding tank waste into a community sewer unless he has been
issued a permit by the Agency. Unless otherwise allowed by the Agency under the terms and
conditions of the permit, a separate permit must be secured for each separate discharge. This
permit may state the specific location of discharge, the time of day the discharge is to occur, the
volume of the discharge and the wastewater constituents and characteristics. If a permit is
granted for discharge of such waste into a community sewer, the user shall pay the applicable
charges and fees and shall meet such oth